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SPRINKLER SYSTEM RISER DETAIL /™
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NOTES FOR DESIGNER:

1. SEE SHEET B.

(DO NOT INCLUDE OGN CONSTRUCTION DRAWINGS)

KEYED NOTES:

TRACER WIRE TEST STATION (NOT
UNDER SPLASH BLOCK).

DELUGE VALVE WITH COMPLETE UL
LISTED TRIM PER SPECIFICATION.

(3 FIRE DEPARTMENT CONNECTION.
@ 2" MAIN DRAIN ANGLE VALVE.
(& TAMPER SWITCH.

(6> 4" CHECK VALVE WITH 1/2°
BALL DRIP.

(7> CONCRETE SPLASH BLACK.

. 2" MAIN DRAIN WITH 45" ELBOW
TURN DOWN.

(3D ALARM SHUTOFF VALVE WITH
TAMPER SWITCH.

DRAWING DEVELOPED FOR ML-3/
ML—4 PROJECTS. FOR ML-1/
ML—2, ADDITIONAL REQUIREMENTS
AND QA REVIEWS ARE REQUIRED.
(REMOVE THIS NQTE WHEN IN-—
SERTED INTO A DRAWING PACK-—
AGE).
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